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Client: BOROUGH OF EAST NEWARK , APL Order ID Number: 6030888 X
501-511 NORTH 3RD ST Collected : 03/29/2016 5:19

e Received: 03/29/2016

Contact: Client Project: N/A
Report Date: 04/06/2016 16:06 Customer Service Rep: Kimberly Karcich

Analytical Results Summary

Sample Number
Analyte Method Prepared Analyzed Result Qual MDL RL

6030888-01 Drinking Water 1

Total Metals
Lead EPA 200.8 4/4/16 17:15 4/5/16 14:52 0.00499 0.00200 mg/L
N\ ABI 5 )_)\/b/
~=$030888-02 Drinking Water 2 Q(
Total Metals \
Lead EPA 200.8 4/4/16 17:15 4/5/16 14:57 0.00709 (} ¥ 0.00200 mg/L
\ (5
6030888-03 Drinking Water 3 3\
Total Metals
Lead EPA 200.8 414116 17:15  4/5/16 15:02 <0.00200 N 0.00200 mg/L
"\ { '\I}'
6030888-04 Drinking Water 4
Total Metals
Lead EPA 200.8 4/4/16 17:15 4/5/16 15:07 < 0.00200 1 0.00200 mg/L
‘3‘_ Y Y
6030888-05 Drinking Water 5
Total Metals \
Lead EPA 200.8 4/4/16 17:15 4/5/16 15:12 < 0.00200 ) 0.00200 mg/L
- _r
) oF
6030888-06 Drinking Water 6 '\
Total Metals N
Lead EPA 200.8 414116 17:15  4/5116 15:18 <0.00200 J\J‘-" 0.00200 mgiL
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Analytical Results Summary

5 FootNotes
RL - Reporting limit 3 B - Indicates compound found in associated blank
MDL - Minimum detection limit \ E - Concentration exceeds highest calibration standard
U or ND - Indicates compound analyzed for but not detected ", D - Indicates result is based on a dilution
J - Indicates estimated value P - Greater than 25% diff. between 2 GC columns.
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